
1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24

OfficeSmlOccupancyWD 0 0 0 0 0 0 0.1 0.2 0.95 0.95 0.95 0.95 0.5 0.95 0.95 0.95 0.95 0.3 0.1 0.1 0.1 0.1 0.05 0.05

OfficeSmlOccupancyWD1 0 0 0 0 0 0 0.1 0.1 0.9 0.95 0.95 0.95 0.95 0.95 0.95 0.95 0.95 0.7 0.5 0.3 0.1 0 0 0

OfficeSmlOccupancyWD2 0 0 0 0 0 0 0.1 0.2 0.7 0.8 0.9 0.8 0.8 0.8 0.8 0.7 0.3 0.1 0 0 0 0 0 0

OfficeSmlOccupancyWD3 0 0 0 0 0 0 0 0 0 0 0.1 0.2 0.5 0.9 0.9 0.8 0.7 0.7 0.3 0.1 0 0 0 0

OfficeSmlOccupancyWD4 0 0 0 0 0 0 0.1 0.9 0.95 0.95 0.95 0 0 0 0 0 0 0 0 0 0 0 0 0

OfficeSmlOccupancySat 0 0 0 0 0 0 0.1 0.1 0.3 0.3 0.3 0.3 0.1 0.1 0.1 0.1 0.1 0.05 0.05 0 0 0 0 0

OfficeSmlOccupancySun 0 0 0 0 0 0 0.05 0.05 0.05 0.05 0.05 0.05 0.05 0.05 0.05 0.05 0.05 0.05 0 0 0 0 0 0

OfficeSmlHVACAvailWD 0 0 0 0 0 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1

OfficeSmlHVACAvailWD1 0 0 0 0 0 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 0 0 0

OfficeSmlHVACAvailWD2 0 0 0 0 0 1 1 1 1 1 1 1 1 1 1 1 1 0 0 0 0 0 0 0

OfficeSmlHVACAvailWD3 0 0 0 0 0 0 0 0 0 1 1 1 1 1 1 1 1 1 1 0 0 0 0 0

OfficeSmlHVACAvailWD4 0 0 0 0 0 1 1 1 1 1 0 0 0 0 0 0 0 0 0 0 0 0 0 0

OfficeSmlHVACAvailSat 0 0 0 0 0 1 1 1 1 1 1 1 1 1 1 1 1 1 1 0 0 0 0 0

OfficeSmlHVACAvailSun 0 0 0 0 0 1 1 1 1 1 1 1 1 1 1 1 1 1 0 0 0 0 0 0

OfficeSmlHtgSetptWD 61 61 61 61 61 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70

OfficeSmlHtgSetptWD1 61 61 61 61 61 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 61 61 61

OfficeSmlHtgSetptWD2 61 61 61 61 61 70 70 70 70 70 70 70 70 70 70 70 70 61 61 61 61 61 61 61

OfficeSmlHtgSetptWD3 61 61 61 61 61 61 61 61 61 70 70 70 70 70 70 70 70 70 70 61 61 61 61 61

OfficeSmlHtgSetptWD4 61 61 61 61 61 70 70 70 70 70 61 61 61 61 61 61 61 61 61 61 61 61 61 61

OfficeSmlHtgSetptSat 61 61 61 61 61 70 70 70 70 70 70 70 70 70 70 70 70 70 70 61 61 61 61 61

OfficeSmlHtgSetptSun 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61

OfficeSmlClgSetptWD 84 84 84 84 84 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75

OfficeSmlClgSetptWD1 84 84 84 84 84 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 84 84 84

OfficeSmlClgSetptWD2 84 84 84 84 84 75 75 75 75 75 75 75 75 75 75 75 75 84 84 84 84 84 84 84

OfficeSmlClgSetptWD3 84 84 84 84 84 84 84 84 84 75 75 75 75 75 75 75 75 75 75 84 84 84 84 84

OfficeSmlClgSetptWD4 84 84 84 84 84 75 75 75 75 75 84 84 84 84 84 84 84 84 84 84 84 84 84 84

OfficeSmlClgSetptSat 84 84 84 84 84 75 75 75 75 75 75 75 75 75 75 75 75 75 75 84 84 84 84 84

OfficeSmlClgSetptSun 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84

AssemblyOccupancyWD 0 0 0 0 0 0 0 0 0.2 0.2 0.2 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.2 0.2 0.2 0.2 0.1 0

AssemblyOccupancyWD1 0 0 0 0 0 0 0.1 0.2 0.8 0.9 0.95 0.95 0.95 0.95 0.95 0.95 0.95 0.3 0.1 0.1 0.1 0.1 0 0

AssemblyOccupancyWD2 0 0 0 0 0 0 0.1 0.2 0.7 0.9 1 0.7 0.5 0.2 0 0 0 0 0 0 0 0 0 0

AssemblyOccupancyWD3 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0.2 0.4 0.5 0.7 0.9 0.1 0.1 0.1 0 0

AssemblyOccupancyWD4 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

AssemblyOccupancySat 0 0 0 0 0 0 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0 0 0 0 0 0 0

AssemblyOccupancySun 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

AssemblyHVACAvailWD1 0 0 0 0 0 0 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 0 0

AssemblyHVACAvailWD2 0 0 0 0 0 0 1 1 1 1 1 1 1 1 0 0 0 0 0 0 0 0 0 0

AssemblyHVACAvailWD3 0 0 0 0 0 0 0 0 0 0 0 0 0 0 1 1 1 1 1 1 1 1 0 0

AssemblyHVACAvailWD4 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

AssemblyHVACAvailSat 0 0 0 0 0 0 1 1 1 1 1 1 1 1 1 1 1 0 0 0 0 0 0 0

AssemblyHVACAvailSun 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

AssemblyHtgSetptWD 61 61 61 61 61 61 61 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 61

AssemblyHtgSetptWD1 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70

AssemblyHtgSetptWD2 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70

AssemblyHtgSetptWD3 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70

AssemblyHtgSetptWD4 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70

AssemblyHtgSetptSat 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61

AssemblyHtgSetptSun 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61 61

AssemblyClgSetptWD 84 84 84 84 84 84 84 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 84

AssemblyClgSetptWD1 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75

AssemblyClgSetptWD2 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75

AssemblyClgSetptWD3 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75

AssemblyClgSetptWD4 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75

AssemblyClgSetptSat 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84

AssemblyClgSetptSun 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84 84

Appendix 4 - Schedules for Occupancy Sensor Based Ventilation Control


